Adsorptive media technology is frequently used by small water systems to remove arsenic because of its simplicity and efficiency. Current practice is to replace the media when it no longer reduces arsenic below the maximum contaminant level of 10 µg/L that the US Environmental Protection Agency has set for drinking water. Media replacement typically accounts for approximately 80% of the total operational and maintenance costs. One potential option to reduce the cost is onsite regeneration and reuse of the media. To evaluate the regeneration option, three consecutive regeneration studies were conducted on a full-scale adsorptive media system. This article, the first of a twopart series, describes the regeneration process and its efficacy in stripping arsenic and other contaminants from exhausted media. Study results found that a threestep regeneration process of media backwash, caustic regeneration, and acid neutralization conditioning proved effective for stripping arsenic and other contaminants from the exhausted media.
In 2001, the US Environmental Protection Agency (USEPA) lowered the maximum contaminant level (MCL) for arsenic in drinking water from 50 to 10 µg/L (USEPA 2001a) . At the time of the revision, the agency estimated that approximately 4,100 water systems would be affected by the revised MCL and gave these systems five years (until Jan. 23, 2006) to come into compliance (USEPA 2001b) . USEPA projected that many of the water systems would install a treatment system and identified seven treatment technologies as a best available technology (BAT). The agency also evaluated two other technologies: coagulation-assisted microfiltration and the adsorptive media (AM) granular ferric hydroxide. Although both technologies were determined to be effective for arsenic removal, neither was designated as a BAT because of the lack of published data demonstrating performance for a range of water qualities.
To assist water systems, particularly small systems, in selecting a cost-effective arsenic removal technology, USEPA conducted the Arsenic Demonstration Program (ADP) from 2003 to 2011, which evaluated the performance of 50 fullscale arsenic removal systems (Wang & Chen 2011) . Of the 50 systems evaluated, 28 (56%) were AM technologies involving 10 different media products. Three of the media products registered were iron-based-a granular ferric oxide 1 (GFO), a granular ferric hydroxide 2 (GFH), and a granular ferric oxide/hydroxide 3 -and were developed in the late 1990s and early 2000s (Sperlich et al. 2008 , Mohan & Pittman 2007 , Sperlich et al. 2005 , Chang et al. 2004 , Thirunavukkarasu et al. 2003 , Driehaus et al. 1998 ). The GFO media was used at half (14) of the 28 AM project sites. The results of the technology demonstration program and other related information have led to the frequent use of AM technology as an arsenic removal method by small water systems, mainly because of its simplicity, small footprint, and effectiveness (Mondal et al. 2013 , Jain & Singh 2012 , Giles et al. 2011 , Wang & Chen 2011 , Sabbatini et al. 2009 , Cundy et al. 2008 , Choong et al. 2007 , Mohan & Pittman 2007 , Xie et al. 2007 , Jang et al. 2006 , Westerhoff et al. 2006 , Daus et al. 2004 ).
THE AM PROCESS
Process description and performance. The AM process consists of packed bed(s) of media that has the ability to adsorb arsenic from water. Eventually, the AM becomes saturated to the point where it no longer has the ability to reduce the arsenic level to below the MCL. When this occurs, current practice is to replace the exhausted media with new virgin media.
Several variables affect the life and performance of the media, including but not limited to empty bed contact time (EBCT) and water quality. For iron-based media, the most significant water quality parameters affecting bed life are the source water pH and the arsenic, phosphate, silicate, and vanadium concentrations. The results of the ADP studies found media bed life to vary widely, from as low as 3,700 bed volumes (BVs) to as high as 100,000 BVs. Because of the lack of extensive performance data, estimating the number of BVs to arsenic breakthrough (10 µg/L) has been an art rather than a science. Estimation of bed life has improved over recent years to the point where some vendors are providing a warranty on media bed life. If the media does not achieve its estimated bed life, the vendor will provide a cost credit for the difference between the estimated and actual life toward the purchase of new media.
Operational cost. The operational and maintenance (O&M) cost elements of the AM process can be divided into categories of chemicals, electricity, labor, and maintenance. Chemical additions can include an oxidant (e.g., chlorine) for arsenite conversion to arsenate, acid or carbon dioxide for pH reduction, and a caustic solution or air-stripping to increase the pH of the treated water if required. Electricity is generally the least expensive item and typically adds little to the pumping cost that existed before the treatment system was installed. Labor costs reflect the time required to support the operation of the system, including maintenance and hourly labor cost. Maintenance includes the replacement and disposal of exhausted media.
The cost of media replacement can be substantial. The performance and cost data for the 28 AM systems evaluated by the ADP showed that media replacement averaged more than 80% of the total O&M cost and was as high as 95% of the total O&M cost at some sites , Wang & Chen 2011 . The cost of new media on a dollar-per-cubic-foot basis can range from around $100 to as high as $600. The labor to remove and reload the new media plus the disposal of the exhausted media adds to the total replacement cost. For very small systems, the labor cost can be as much as the media cost. For the systems in the ADP that changed out their media during the performance evaluation study periods, the cost of media replacement (based on $/1,000 gpm of treated water) ranged from $0.58 to as high as $22.05.
The most common way that water systems reduce their media replacement cost is replacement of the existing media with a lower-cost media and/or one that has a longer bed life. While some water systems have found that switching to a different media product has produced some success in lowering their O&M cost, the tactic has not always achieved the desired cost benefit. Another possible option to reduce media replacement cost is on-site regeneration of the exhausted media. On-site regeneration has the potential to lower the O&M cost substantially, but until the current study it had not been attempted on-site on a full-scale system. Media regeneration. Most media products are not marketed as being regenerable, with the notable exception of the modified resins products (Möller et al. 2011 (Möller et al. , 2008 Sylvester et al. 2007) . Although these modified resins are capable of being regenerated, the authors of the current study are not aware of these resins being regenerated on-site. In 2008, questions were raised by several state agencies over whether off-site regeneration negated NSF International Standard 61 (NSF/ANSI 2013) certification of the media. These concerns led to an NSF review of the off-site regeneration process and the development of a set of requirements for off-site regenerated media in order to maintain its NSF Standard 61 certification. As would be expected, these requirements (media analyses) increased the cost of off-site media regeneration. For very small systems using small quantities of media, off-site regeneration likely will be cost-prohibitive compared with media replacement. On-site regeneration, however, does not have these requirements, and depending on the quantity of exhausted media and the system size, it may offer an option to lower the O&M cost of the process.
Activated alumina (AA) has a long history of use for fluoride removal with on-site regeneration (Rubel 1984) . AA is also effective for arsenic removal, and pilot studies on arsenic removal have shown that the media can be regenerated following approximately the same regeneration process used for fluoride (Ghosh & Gupta 2012 , Clifford et al. 2011 , Rubel 2003 , Hathaway & Rubel 1987 , Rubel & Williams 1980 . In both cases, the stripping of the fluoride and/or arsenic requires a caustic solution to raise the pH. When AA is regenerated, the primary difference between regeneration of AA for fluoride removal and regeneration of AA for arsenic removal is the strength of the caustic solution: a 1% solution for the former and a 4% solution for the latter (Rubel 2003 , Hathaway & Rubel 1987 . Because of the relatively high arsenic removal capacity of AA (thousands of BVs because of low concentrations in micrograms per liter), AA can be used on a throwaway basis for arsenic removal. Fluoride occurs in groundwaters in milligramsper-liter concentrations, and therefore the AA removal capacity is significantly lower (hundreds of BVs), requiring regeneration to be cost-effective.
Focus and objectives of current research. Given that iron-based media and AA behave similarly, the authors of this study proposed that iron-based media products could also be regenerated. Using exhausted iron-based media from several ADP sites, laboratory (jar and column tests) and pilot-study tests were conducted to answer three initial questions. First, could a caustic solution, similar to that used for AA, be used to strip arsenic from these iron-based products? Second, would the physical properties (primarily dissolution) be affected? Third, following regeneration, would the arsenic removal efficacy be similar to that of new media? Other authors have suggested that iron-based media cannot be regenerated because of this potential dissolution problem (Möller et al. 2011 (Möller et al. , 2008 Sylvester et al. 2007) .
Laboratory studies conducted using 1-4% caustic solutions showed that a 4% solution (pH 13) could remove up to 92% of the arsenic from some of the exhausted media products tested, with the GFO media achieving the best results . Test results also indicated that the 4% caustic solution did not dissolve any iron. Pilot column field tests using the regenerated media showed that the media could achieve arsenic removal somewhat similar to virgin media.
Following the successful results of these laboratory and pilot studies, three full-scale plant studies were undertaken of the regeneration process at the 295-gpm arsenic removal system owned and operated by the Twentynine Palms Water District (TPWD) in California. The three regeneration studies were conducted with technical and financial assistance from USEPA and its contractor, Battelle. The existing AM treatment system was purchased from a supplier 4 and consisted of two tanks of the GFO media ( Figure 1 ). The three principal objectives of the regeneration studies were to
• determine the effectiveness of the regeneration process to strip arsenic from the exhausted media, • evaluate the subsequent performance of the regenerated media to remove arsenic, and • compare the cost of regeneration with the cost of media replacement. The second and third regeneration process studies were slightly modified to reduce the amount and the method of disposal of the regenerant wastewater. This article, the first of two parts, describes the regeneration process(es) and the effectiveness of the first three regeneration processes to strip arsenic and other contaminants from the exhausted GFO media.
MATERIALS AND METHODS
Arsenic treatment system. The arsenic removal system used in this research consists of two 5-ft-diameter adsorption vessels in parallel (tanks A and B), each containing 69 ft 3 of GFO pelletized media (see the photograph on page 15). Each vessel was designed for a flow rate of 148 gpm, yielding an EBCT of 3.5 min. The system was installed in September 2007 and treated approximately 48 mil gal (or 46,500 BVs) of water before the arsenic level of the system effluent reached 10 µg/L in October 2008. The source water quality (water samples of Mar. 18, 2009) and system design information are provided in Tables 1  and 2 . As shown in Table 1 , the total arsenic concentration of the well water was in the range of 17-19 µg/L, existing primarily as soluble arsenate.
Regeneration plan. The plan for the first regeneration consisted of replacing one tank of media (tank A) with virgin media, regenerating the second tank of media (tank B), and then evaluating and comparing the performance of the two tanks of media. Before the regeneration of the treatment system could be initiated, the California Department of Public Health (CDPH) required that the water utility submit a regeneration protocol for approval. The protocol that was prepared and submitted to CDPH described the details of the regeneration process and the steps to be taken to place the system back in operation. The regeneration process proposed was based on results of laboratory regeneration tests conducted on several samples of the exhausted media by Battelle in Columbus, Ohio . After several plan modifications, the regeneration protocol was approved by the state on Mar. 9, 2009, and became an addendum to the utility's O&M manual for the arsenic removal treatment system.
Because the handling of the wastewater was a secondary issue for the first regeneration (tank B), the plan called for most of the wastewater (75%) to be placed in a 5,000-gal tanker truck and transported to an off-site disposal facility. For the second regeneration of the tank B media, the regeneration process was slightly modified As (soluble)-µg/L NA 18.4
As-arsenic, As(III)-arsenite, As(V)-arsenate, Ca-calcium, CaCO 3 -calcium carbonate, DO-dissolved oxygen, Fe-iron, Mg-magnesium, Mn-manganese, NA-not available, ND-not detected, O&M-operational and maintenance, ORP-oxidation-reduction potential, P-phosphorus, Sb-antimony, Se-selenium, TDS-total dissolved solids, TOC-total organic carbon, TPWD-Twentynine Palms Water District, U-uranium, V-vanadium a Information taken from the O&M manual provided by the system supplier to TPWD.
to reduce the quantity of wastewater produced for disposal. Recycling of some of the wastewater was also proposed by the TPWD to further reduce the quantity of wastewater for disposal. The plan consisted of adding ferric chloride to wastewater to precipitate out the arsenic and recycle the supernatant to the front of the plant at very low flows (5-20 gpm); additional details of this activity can be found in the second article of this twopart series (see Sorg et al. 2017 on page 25). Because of California's rather stringent monitoring requirement, the wastewater was again hauled off-site. System modifications. In order to regenerate the media of tank B, several modifications to the existing treatment system were made, including some piping changes and the addition of a 1,350-gal caustic solution holding tank (Figure 1 ). Before the second regeneration, a second wastewater storage tank (3,650 gal) and a 1,500-gal rinse water holding tank were installed to provide additional on-site wastewater storage capacity as well as the ability to treat the wastewater. These additions brought the total storage capacity to 7,300 gal (not including the 1,350-gal caustic solution tank and the 1,500-gal rinse water holding tank).
Regeneration chemicals. Two chemicals are used in the regeneration process: sodium hydroxide (NaOH) and sulfuric acid (H 2 SO 4 ). A 4% caustic solution (800 gal) used to raise the pH of the effluent to 13 was prepared by adding 44 gal of 50% commercial-grade NaOH (NSF listed) to the treated water in the 1,350-gal caustic solution tank. The acid used during a media neutralization step was a commercial-grade 93% H 2 SO 4 (NSF listed) fed directly into the media tank inlet line. Regeneration chemicals were prepared by TPWD employees and research team members wearing protective clothing for safety.
Data and sample collection. Because the on-site full-scale regeneration test was the first one to take place in California (and to the authors' knowledge, in the United States), the state required that the very first regeneration process be extensively monitored (primarily for arsenic and pH). In addition, immediate on-site testing of the water quality after regeneration was required before the system could be placed back in service. The pH of a small side stream of the tank influent and effluent was measured continuously with pH probes placed in small flow beakers, and the values were recorded every 2 min. One effluent sample was collected every 15 min and immediately analyzed on-site for arsenic. In addition, grab samples of the effluent were collected approximately every 120 min, preserved with nitric acid, and shipped to the Battelle chemistry laboratory for analysis of arsenic, uranium, phosphorus, and silicon. Data were also collected during the second and third regenerations, but the amount of data collected during the third regeneration was less than that collected during the first and second regenerations.
To determine the amount of arsenic stripped from the media by the regeneration process, two media core samples were collected approximately 12 in. below the media surface before and after each regeneration (total of four) and shipped to the Battelle laboratory for analysis of arsenic and several other metals.
Composite wastewater samples were also collected from the caustic tank, and a tanker truck was used to haul the wastewater off-site for disposal (see the photographs at the top of page 18). These samples were also shipped to the Battelle laboratory to characterize the quality of the wastewater and to use these data to estimate the amount of arsenic and other contaminants stripped from the media.
Chemical analyses. Two handheld pH meters 5 were used to measure the pH of the influent and effluent of tank B. On-site testing for arsenic was accomplished using a test kit 6 that had a range of 10-100 µg/L. Samples exceeding the 100-µg/L limit were diluted and re-analyzed immediately. The test kit used is one of several field kits available for arsenic testing and was selected by the research team because of members' past experience with the kit as well as evaluation test results of two published test kit studies (Spear et al. 2006 , USEPA & Battelle 2003 .
The grab effluent samples shipped to the Battelle laboratory were analyzed for arsenic, phosphorus, silicon, and uranium following the procedures detailed in a quality assurance/quality control plan produced by Battelle and approved by USEPA (Battelle 2004) . The media core samples were collected before and after regeneration and were digested, and the liquid was analyzed for arsenic and other metals by inductively coupled plasma-mass spectrometry (ICP-MS). Wastewater disposal. Because the main focus of the first regeneration study was to determine the effectiveness of the regeneration process to strip the arsenic from the exhausted media and to evaluate the performance of the regenerated media, wastewater production and disposal were a secondary concern. With no on-site disposal option, approximately 75% of the wastewater with high concentrations of arsenic was hauled off-site for disposal at an industrial wastewater disposal plant.
For the second regeneration study, the regeneration process was modified to reduce the amount of wastewater produced. In addition, ferric chloride was added to the tanks containing the caustic solution and the acid neutralization conditioning solutions to reduce the arsenic concentration of the two liquid solutions through adsorption onto precipitated iron solids. Ultimately, these solutions and solids were also disposed of at an off-site disposal facility. More details of the handling of wastewaters produced from the second and third regeneration are presented in the second article in this series (Sorg et al. 2017 ).
REGENERATION PROCESSES AND RESULTS
Tank B first regeneration process. The first regeneration of the exhausted GFO media in tank B required 7.5 h and took place Mar. [18] [19] 2009 . The left-hand photograph at the bottom of this page shows the regeneration team and researchers collecting water samples from tank B during the regeneration process. The process consisted of four steps: (1) media backwashupflow with well water, (2) caustic regenerationupflow, (3) media rinse-upflow with distribution system water, and (4) acid neutralization conditioningdownflow (single pass/recirculated acid).
Immediately before the start of the caustic wash, tank B was backwashed with well water for 10 min. To strip arsenic from the media, the pH of the filter effluent must reach ≥13 . As shown in Figure 2 , the effluent pH goal of 13 was reached after approximately 30 min (~1 BV) of recirculating the 4% caustic solution upflow at 17 gpm. The caustic wash continued for another 120 min (4 BVs) during which time the concentration of the caustic solution was increased twice with the addition of 3 and 8 gal of the 50% NaOH concentrated solution to maintain the pH above 13. A photograph of regeneration team members preparing the caustic regeneration solution in the storage tank is shown in the right-hand photograph at the bottom of page 18. The concentrations of arsenic, phosphorus, silica, and uranium of the upflow effluent of tank B during the regeneration process is also shown in Figure 2 .
Following the caustic wash, the media bed was drained directly to a tanker truck and then rinsed upflow with distribution water taken from a nearby fire hydrant at 15 and 34 gpm for 13 and 47 min, respectively. After the rinse, the media was neutralized to pH 9.2 with a sulfuric acid injected flow at 34 gpm followed by recycling approximately 200 gal of acidic water. The neutralization conditioning process lasted 251 min, which included 148 min (4.4 BVs) of a once-through acid-injected flow and 103 min of recycling. A summary of the entire regeneration process is shown in Table 3 .
Tank B first regeneration results. At the completion of the regeneration process when the effluent pH reached 9.2, the effluent arsenic was <5 µg/L as determined by the on-site arsenic test kit. The corresponding effluent grab sample analyzed by ICP-MS was 7.2 µg/L, confirming the arsenic concentration was below the MCL of 10 µg/L.
After system startup, grab samples were collected of the well water and the effluent from tank A (virgin media) and tank B (regenerated media) daily during the first week of operation after regeneration. All of these samples had arsenic concentrations well below 5 µg/L, indicating that the regeneration process was very effective.
To determine the amount of arsenic stripped from the media by the regeneration process, two media core samples were collected before and after regeneration, and the four samples were analyzed for arsenic and several other metals (Table 4) . Before the first regeneration of tank B, arsenic levels of the two exhausted media samples averaged 1,217 µg/g or 0.12% by weight. The two regenerated media samples averaged 207 µg/g (0.02% by weight), indicating a regeneration arsenic removal efficiency of 83%. In addition, this first 
FIGURE 2 Concentrations of arsenic and other contaminants in tank B effluent during first media regeneration process
As-arsenic, P-phosphorus, U-uranium regeneration process also removed 74% of barium, 64% of phosphorus, 31% of calcium, and 30% of silicon from the exhausted media. A regeneration efficiency percentage was also calculated using the estimated mass (869 g) of arsenic in the wastewater (determined from analyses of the wastewater samples) and comparing it with the estimated mass (1,267 g) of arsenic on the media before regeneration (as determined by analysis of the exhausted media). Using this method to calculate the removal efficiency, an 87% regeneration efficiency was achieved, which was just slightly above the 83% estimated from the media analyses. Therefore, based on the two methods of determining the removal efficiency, the amount of arsenic removed by the regeneration process of the tank B media was found to be just slightly below that achieved in the laboratory tests (93%) conducted on the same media using the same regeneration process .
The first regeneration of tank B media produced a total of 7,636 gal of wastewater (not including 1,950 gal of initial media backwash water). The wastewater consisted of 811 gal of spent caustic solution, 1,793 gal of rinse wastewater, and 5,032 gal of acid neutralization wastewater (Table 3) . Because the primary goal of the first regeneration test was an evaluation of the effectiveness of the regeneration process and the performance of the regenerated media, the handling and disposal of the wastewater were not essential parts of the current study. Because of the lack of an on-site disposal option, 4,542 gal of the wastewater produced was trucked off-site to an industrial wastewater system in Los Angeles, Calif. The 4,542 gal consisted of 811 gal of the caustic solution, 1,793 gal of rinse water, and 1,938 gal of the acid neutralization water. Before being transported for disposal, the wastewater in the tanker truck was neutralized on-site with 10 gal of 93% H 2 SO 4 . The remaining 3,094 gal of acid neutralization water produced during the last 1.5 h of the neutralization/conditioning step was discharged to the on-site reclaim storage tank (arsenic concentration of 0.23 mg/L) and then trucked to the TPWD wastewater treatment plant for disposal.
Tank B second regeneration process. The second regeneration of the tank B media took place approximately 15 months after the first regeneration (70,000 BVs of treated water). Although the effluent arsenic concentration from tank B was only 6.7 µg/L, the blended distribution water (20% raw well water) arsenic concentration was near 10 µg/L, requiring the need to regenerate either tank A or tank B. Because the arsenic level from tank A (new media) was even lower (5 µg/L), a After the first regeneration of tank B media, the concentration of the acid solution was kept at 4% NaOH and was not changed in the subsequent regenerations. b After the first regeneration of tank B media, the upflow rinse step was eliminated in the subsequent regenerations. c Sulfuric acid feed was adjusted into inlet line. d The acid neutralization conditioning downflow (recirculated) step was modified for the second regeneration of tank B media to include only acid neutralization conditioning at pH 2.6-5.8; the step was eliminated for the first regeneration of tank A media.
the decision was made to conduct a second regeneration of tank B media rather than regenerate the tank A media. This second regeneration was conducted over a two-day period (July 15-16, 2010) . A cost analysis of the first regeneration process for tank B had shown that wastewater disposal accounted for 80% of the total cost or $10,000. Therefore, one of the major goals of the second regeneration process was to reduce the amount of wastewater for disposal. To accomplish this goal, the regeneration process was reduced to a three-step process of media backwash, caustic wash, and acid neutralization conditioning. By eliminating the upflow water rinse step and modifying the acid neutralization conditioning step (Table 3) , the quantity of wastewater was reduced by about 2,100 gal. At the end of the caustic wash step, the caustic wash solution in tank B was drained to the caustic holding tank (via a pump), and tank B was filled with distribution water. Because of a weather condition, the acid neutralization/conditioning step was suspended and completed the next day with the wastewater stored in two 3,650-gal holding tanks. Figure 3 shows the pH and the concentrations of arsenic, phosphorus, silica, and uranium of the effluent of tank B during the second regeneration process. As shown in the figure, most of the contaminants were released from the media during the first 20-30 min of the 120-min caustic wash step.
Tank B second regeneration results. To determine the amount of arsenic stripped from the media by the second regeneration process, two media core samples were again collected before and after regeneration and analyzed for As-arsenic, Ba-barium, Ca-calcium, Fe-iron, GFO-granular ferric oxide, ID-identification, Mg-magnesium, Mn-manganese, P-phosphorus, Si-silicon arsenic and several other metals (Table 4) . Before regeneration, the arsenic concentration of the two exhausted media samples averaged 2,058 µg/g (0.2% by weight). The two regenerated media samples averaged 323 µg/g (0.03% by weight), resulting in a regeneration arsenic removal efficiency of 84%. In addition, the regeneration process also removed 85% of barium, 56% of phosphorus, 71% of calcium, and 45% of silicon from the exhausted media. Tank A first regeneration process and results. This third regeneration study-the first on tank A mediatook place Apr. 12-13, 2011. Virgin media had been placed in tank A in March 2009 and had treated slightly more than 80,000 BVs of water over a twoyear period. Arsenic levels from tank A, tank B, and the blended distribution water (20% raw water) were 8.3, 2.3, and 7.4 µg/L, respectively. Although the treatment system could have continued to operate for several more months, the TPWD, which is located in a desert region of California, opted to regenerate the tank A media before the ambient temperature became too hot to conduct the field work.
The tank A regeneration process was similar to the second tank B regeneration process and consisted of only three steps. After the media was backwashed and the tank drained, the upflow caustic recirculation began and lasted for 2 h but with more limited monitoring (four effluent grab samples analyzed for arsenic only). Similar to the first and second regeneration studies conducted on tank B media, the target pH of 13 was achieved within 30 min. At the end of the caustic wash, a diluted sample (1,000×) of the caustic solution from the caustic holding tank was analyzed for arsenic on-site using the on-site test kit. The arsenic concentration was found to be between 300,000 and 400,000 µg/L. The following day, the arsenic test was repeated (with 5,000× dilution), and the arsenic concentration was found to be ~250,000 µg/L, comparable to a sample (245,400 µg/L) measured by ICP-MS at the Battelle laboratory.
Following the pattern of the two completed regeneration studies, the acid neutralization step lasted for approximately 3.5 h, with the arsenic concentration and pH value measured by the end of this step at 25 µg/L (23 µg/L by 
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ICP-MS) and 8.8, respectively. Because the arsenic level after the acid neutralization step was >10 µg/L, the media bed was rinsed with treated water (approximately 500 gal) until the arsenic was reduced to 3.1 µg/L. The regeneration process of tank A produced a total of 7,300 gal of wastewater that included 1,130 gal of caustic recirculation solution and 6,170 gal of acid neutralization wastewater (Table 3) . Once again, the caustic and acid wastewater solutions were hauled off-site for disposal at an industrial wastewater disposal facility.
Media samples collected before and after regeneration were analyzed for total metals (Table 4) . Before regeneration, total arsenic concentrations on the spent media averaged 2,330 µg/g (2.33% by weight). After regeneration, the arsenic concentrations on the media were reduced to 281 µg/g (on average) for a regeneration efficiency of 88%. The regeneration process also removed 76% of phosphorus and 54% of silicon from the spent media.
CONCLUSIONS
The three full-scale regeneration studies conducted on the AM used in the TPWD arsenic removal system yielded the following conclusions regarding the effectiveness of the regeneration process:
• A three-step regeneration process of media backwash, caustic regeneration, and acid neutralization conditioning proved effective for stripping arsenic and other contaminants from the exhausted GFO media.
• A 4% caustic solution that raises the pH of the regenerant solution to pH 13 is capable of stripping around 85% of the arsenic from an exhausted GFO media without any detrimental effects to the media. • With the proper training and experience in the handling of caustic and acid chemicals, water utility personnel can successfully regenerate an AM system.
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